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International Energy Conservation Code
Electric Power, Lighting, and Renewables (PLR) Subcommittee

Meeting Agenda
Aug. 25 and 28, 2023
11:00 AM EST to 12:30 PM EDT (3-hours)
Webex Link


[bookmark: _Hlk61517414]Committee Chair: Michael Jouaneh (mjouaneh@lutron.com); Committee Vice Chair: Jack Bailey (jbailey@oneluxstudio.com); Note Taker:  Michael Myer (Michael.myer@pnnl.gov) 

1. Call to order – Jouaneh [start 11:02 am]

2. Roll Call – Bailey (12 SC voting members needed for quorum) 

	
	First Name
	Last Name
	Category
	Company

	X
	Ali
	Alaswadi*
	Gov. Regulator
	DC

	x

	Jack
	Bailey*
	User
	One Lux Studio/Int'l Assoc. of Lighting Designers

	X
	Bernard
	Bauer
	User
	Integrated Lighting Concepts

	X
	Payam
	Bozorgchami
	Gov. Regulator
	CA Energy Comm

	X
	Joe 
	Cain
	Manufacturer
	Solar Industries Assoc

	X
	Nick
	Ferzacca
	User
	IMEG Corp.

	X
	Anthony 
	Floyd*
	Gov. Regulator
	City of Scottsdale

	X
	Glenn
	Heinmiller
	User
	Lam Partners/Int'l Assoc. of Lighting Designers

	X
	Bryan
	Holland*
	Standards Promulgator 
	NEMA

	X
	Harold
	Jepsen
	Manufacturer
	Legrand

	X
	Michael
	Jouaneh*
	Manufacturer
	Lutron

	
	Joyce
	Kelly
	User
	GLHN Architects & Engineers

	
	Andrew
	Klein*
	Consumer
	BOMA

	X
	Mark 
	Lien
	Standards Promulgator 
	IES

	X
	Ann
	Livingston*
	Public Interest
	Southeast Sustainability Directors Network

	X
	Jon
	McHugh
	Gov. Regulator
	McHugh Energy

	
	Hope
	Medina*
	Gov. Regulator
	Cherry Hills Village

	X
	Melissa
	Moseley*
	User
	HDR/American Society of Interior Designers

	X
	Susan
	Musngi*
	Consumer
	Camden

	X
	Michael
	Myer
	Consultant
	PNNL

	X
	Steven
	Rosenstock*
	Utility
	Edison Electric Institute

	X
	Wayne 
	Stoppelmoor
	Manufacturer
	Schneider Electric

	
	Mitchell
	Tolbert
	Gov. Regulator
	City of Austin

	x
	Michael
	Turns
	Utility
	MA Program Administrator


*denotes member of EC4 consensus committee 

3. Introduction of any guests -- Bailey (name/representation type into chat) 
4. Review/approve agenda – Jouaneh
· 1st – Bryan Holland
· 2nd – Anthony Floyd
· No objections

5. Meeting conduct -- Jouaneh
6. Review key actions from last meeting and approve minutes – Jouaneh [end by 11:10 am]
· 1st – Steve Rosenstock
· 2nd – Bernie Bauer
· No objections
7. Update on process/schedule – Jouaneh/Bailey
8. New business.  [end by 1:50 pm]
	CE2D-33-23
	C405.13.2
	Sub-metering
	Renee Lani
	rlani@apga.org 

	CE2D-34-23
	C405.13.3
	Electric meters
	Kevin Duell
	kevin.duell@nwnatural.com 

	CE2D-70-23
	C503.5.1
	SEHPCAC interior lighting controls comment
	SEHPCAC
	sehpcac@iccsafe.org 

	CE2D-71-23
	C503.5.2
	SEHPCAC comment on exterior lighting and controls
	SEHPCAC
	sehpcac@iccsafe.org 

	CE2D-63-23
	C406.2.5.5
	Remove master switch
	Greg Johnson
	gjohnsonconsulting@gmail.com 

	CE2D-64-23
	C406.2.5.5
	L05 Residential light control
	Jack Bailey
	jbailey@oneluxstudio.com 

	CE2D-66-23
	C408.3.1.5
	High end trim control L02
	Harold Jepsen
	harold.jepsen@legrand.us 

	CE2D-67-23
	C408.3.1.6
	Demand responsive lighting controls G01
	Harold Jepsen
	harold.jepsen@legrand.us

	CE2D-45-23
	C405.2.8
	Demand responsive lighting control 
	Harold Jepsen
	harold.jepsen@legrand.us 

	CE2D-44-23
	C405.2.8
	Demand responsive lighting control exception
	Tim Peglow
	tpeglow@mdanderson.org 

	CEC2D-3-23
	C202
	Definition of congregate living facility
	Glenn Heinmiller
	glenn@lampartners.com

	CE2D-42-23
	C405.2.3.1
	Dimming control exception deletion
	Michael Jouaneh
	mjouaneh@lutron.com 

	CE2D-43-23
	C405.2.3.1
	Dimming control exception mod
	Michael Jouaneh
	mjouaneh@lutron.com  

	CE2D-79 through 82, and 84 through 86-23
	Appendix CG
	Remove appendix CG
	Eric Tate, Laura Petrillo-Groh, Steven Cowen, Shannon Corcoran, Kevin Duell, Renee Lani, and Fredric Zwerg
	Various

	CE2D-83-23
	Appendix CG
	Appendix CG mods
	Diana Burk
	diana@newbuildings.org 

	CE2D-87,88, 89, 91, 93, and 94-23
	Appendix CH
	Remove Appendix CH
	Eric Tate, Laura Petrillo-Groh, Steven Cowen, Shannon Corcoran, Kevin Duell, and Renee Lani
	Various

	CE2D-90-23
	Appendix CH
	Electric readiness edits
	Michele Mihelic
	michelemihelic@aia.org 

	CE2D-92-23
	Appendix CH
	Appendix CH mods
	Diana Burk
	diana@newbuildings.org 






CE2D-33
· Would have affected non-electrical loads and submetering.
· Revised based on knowledgeable gas metering changes.
· Discussion of meter versus sub-meter
· Motion to approve as modified / shown on the screen.
· 1st – Steve Rosenstock
· 2nd – Bryan Holland
· Vote: 11 – 3 – 1 – 1
· Reason: This provides important editorial updates to the requirements in this section.   
· Affects #34 and chair requests removal of 34

CE2D-34
· Request for withdrawal must be in writing.
· Withdrawn per email to Kris from proponent.   


CE2D-70
· Included full height partitions into alteration requirements.
· Motion to approve as further modified by the committee (shown on screen) 
· 1st – Bryan Holland
· 2nd – Harold Jepsen
· Vote: 3 – 9 – 2 – 1
· Motion to disapproval as submitted.
· 1st – Bryan Holland
· 2nd – Harold Jepsen
· Vote: 4 – 5 – 4 – 1
· Motion to approve as modified
· 1st – Bryan Holland
· 2nd – Anthony Floyd
· Withdrawn
· Motion to approve as submitted
· 1st – Jon McHugh
· 2nd – Anthony Floyd
· Vote: 6 – 5 – 1 – 1 
· Reason: Proposal clarifies what constitutes an alteration in space area

CE2D-71
· Exterior controls
· Motion to approve as submitted
· 1st – Bryan Holland
· 2nd – Steve Rosenstock
· Vote: 12 – 0 – 0 – 1
· Reason: These recommended revisions are mainly editorial in nature to add clarity, conciseness, and enforceability to the section. These changes do not impact the cost effectiveness nor the original technical merit or intent of the requirement.

CE2D-63
· Residential master switch
· Discussion of safety
· Motion to disapprove as submitted
· 1st – Jon McHugh
· 2nd – Bryan Holland
· Vote: 8 – 4 – 1 – 1 
· Reason: Proposal would reduce energy savings form this voluntary measure and better modifications have been proposed

CE2D-64
· Residential master switch
· Motion to approve as modified as shown on screen
· 1st – Jack Bailey
· 2nd – Jon McHugh
· Vote: 10 – 2 – 1
· Reason: Refer to the printed reason statement on the proposal.

CE2D-66
· High-end trim editorial language
· Approve as modified as shown
· 1st – Harold Jepsen
· 2nd – Jon McHugh
· Vote: 13 – 0 – 0 – 1
· Reason: Provides clarity for functional testing of high-end trim lighting controls

CE2D-67
· Demand Response room - > space
· Motion to approve as submitted
· 1st – Harold Jepsen
· 2nd – Bryan Holland
· Vote: 12 – 0 – 1 – 1
· Reason: Provides clarity for functional testing of demand responsive controls within a space

CE2D-45
· Demand response language
· Motion to approve as modified on screen
· 1st – Harold Jepsen
· 2nd – 
· Vote: 13 – 0 – 0 – 1 
· Reason: Editorial changes provide clarity and alignment with defined terms

CE2D-44
· Demand response language addressing patient spaces
· Motion to approve as modified on screen
· 1st – Jack Bailey
· 2nd – Ali
· Vote: 7 – 4 – 2 – 1
· Reason: The proponent identified an important safety concern in medical occupancies within Group B Buildings.  This is further modified to capture all medical occupancies that will be found in Group B buildings with the scope of the exception.

CEC2D-3
· Definition of congregate living facility
· Motion to approve as submitted.
· 1st – Jon McHugh
· 2nd – Bryan Holland
· Vote: 13 – 0 – 0 – 1
· Reason: for clarity on what are congregate living facilities.

CED2D-42
· Spaces with manual dimming controls and high-end trim
· Motion to approve as submitted
· 1st – Michael Jouaneh
· 2nd – Harold Jepsen
· Vote: 9 – 3 – 2 – 1 
· Reason: manual dimming controls provides additional energy savings beyond high-end trim.  

CED2D-43
· Withdrawn by proponent.  

CED2D-79, 80, 81, 82, 84, 85 ,86
· Motion to disapprove
· 1st – Bryan Holland
· 2nd - Payam
· Vote: 13 – 0 – 2 -1
· Reason: The appendix offers jurisdictions the opportunity to adopt an all-electric commercial building option for certain projects, zones, or community-wide to meet their BPS and energy-profile goals.    

CED2D-83
· Withdrawn

CED2D-87,88, 89, 91, 93, 94
· Electric ready
· Motion to disapprove
· 1st – Bryan Holland
· 2nd – Payam Bozorgchami
· Vote: 12 – 0 – 2 – 1 
· Reason: The appendix offers jurisdictions the opportunity to provide consumers a choice in the type of appliances and utilizations equipment they wish to use based on their energy preferences without the need to alter or increase premises wiring infrastructure in the future.


9. Other business – Jouaneh [end by 1:59 pm]
10. Future meeting(s):  None
11. Adjourn [2:00 pm]

FOR FURTHER INFORMATION BE SURE TO VISIT THE ICC WEBSITE:  
ICC Energy webpage
Code Change Monograph
FOR ADDITIONAL INFORMATION, PLEASE CONTACT: 
Subcommittee Chair

Chat:



PPT:  



Withdrawal confirmations:  






Proposals that were approved AM by PLR:  
Copyright © 2023 International Code Council, Inc.
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Chat.txt
August 25, 2023	    10:59 AM	    from Renée Lani to everyone:	Renee Lani, American Public Gas Association


August 25, 2023	    11:00 AM	    from Harold Jepsen to everyone:	World record marathon time is 2:01!


August 25, 2023	    11:00 AM	    from Greg Johnson to everyone:	Greg Johnson National Multifamily Housing Council


August 25, 2023	    11:01 AM	    from Laura Petrillo-Groh to everyone:	Laura Petrillo-Groh, AHRI


August 25, 2023	    11:02 AM	    from jim Earley to everyone:	Jim Earley, Edison Electric Institute, Guest


August 25, 2023	    11:05 AM	    from Ali Alaswadi to everyone:	I need to jump off from 12-1


August 25, 2023	    11:10 AM	    from Kevin Duell to everyone:	Kevin Duell, NW Natural  


August 25, 2023	    11:12 AM	    from Melissa Moseley to everyone:	melissa moseeley has joined


August 25, 2023	    11:12 AM	    from Ann Livingston to everyone:	From a building operator perspective, the requirement to identify a null value is helpful.


August 25, 2023	    11:15 AM	    from Nick Ferzacca to everyone:	We  call all meters that are not utility meters - check meter


August 25, 2023	    11:23 AM	    from Steve Rosenstock to everyone:	@Renee, I am fine either way, whether it says source submeter or source meter


August 25, 2023	    11:28 AM	    from Steve Rosenstock to everyone:	This is about metering all significant end-uses to provide data on each system.


August 25, 2023	    11:28 AM	    from Steve Rosenstock to everyone:	This is not to require anything from the utility.


August 25, 2023	    11:31 AM	    from Steve Rosenstock to everyone:	Reason:  This provides important editorial updates to the requirements in this section.   


August 25, 2023	    11:32 AM	    from Bernard Bauer (privately):	Michael


August 25, 2023	    11:33 AM	    from Bernard Bauer (privately):	Need to cut out to doctor for about an hour will let yoknow when I return


August 25, 2023	    11:38 AM	    from Michael Myer to everyone:	full-height should be hyphenated


August 25, 2023	    11:40 AM	    from Joe Cain SEIA to everyone:	Joe Cain, SEIA, voting member joining in progress


August 25, 2023	    11:42 AM	    from Nick Ferzacca to everyone:	hank you for the clarification


August 25, 2023	    11:53 AM	    from jon McHugh to everyone:	This is what I like:


August 25, 2023	    11:53 AM	    from jon McHugh to everyone:	Where the area of interior spaces is altered, including the addition or relocation of full height partitions, the space shall comply with the lighting power requirements of Section C405.3 and these spaces shall comply with the lighting control requirements of Sections C405.2 and C408.3.


August 25, 2023	    12:00 PM	    from jon McHugh to everyone:	Ok with this: Where an alteration of an interior space includes the addition or relocation of full height partitions, the space shall comply with the lighting power requirements of Section C405.3 and these spaces shall comply with the lighting control requirements of Sections C405.2 and C408.3.


August 25, 2023	    12:01 PM	    from Ali Alaswadi to everyone:	I need jump off. 


August 25, 2023	    12:01 PM	    from Melissa Moseley to everyone:	melissa moseley, i have another meeting to go to, i'll jump back on after. thanks for understanding


August 25, 2023	    12:04 PM	    from jon McHugh to everyone:	Proposal clarifies what constitutes an alteration in space area


August 25, 2023	    12:07 PM	    from Bryan Holland-NEMA to everyone:	71: These recommened revisions are mainly editorial in nature to add clarity, conciseness, and enforceability to the section. These changes do not impact the cost effectiveness nor the original technical merit or intent of the requirement. 


August 25, 2023	    12:13 PM	    from Harold Jepsen to everyone:	proposal 41 AM changed the labeled language


August 25, 2023	    12:17 PM	    from Bryan Holland-NEMA to everyone:	How can somethng be unsafe when the installation is not in violation of the NEC, IFC, IRC or any other code and standard? 


August 25, 2023	    12:17 PM	    from Jack Bailey computer to everyone:	Each dwelling unit shall have a switch by the main entrance that turns off all lighting and switched receptacles in the dwelling unit, except for lights and switched receptacles in bathrooms and kitchens which shall be controlled by an occupant sensor complying with C405.2.1.1.


August 25, 2023	    12:20 PM	    from Michael Myer to everyone:	Lighting only operates 3 hours / day on average


August 25, 2023	    12:20 PM	    from Michael Myer to everyone:	In residential applications


August 25, 2023	    12:23 PM	    from Bryan Holland-NEMA to everyone:	Can we modify 64 with jack's new recommendation? 


August 25, 2023	    12:25 PM	    from Greg Johnson to everyone:	Jack's new language resolves me.


August 25, 2023	    12:25 PM	    from Mike Turns, PSD to everyone:	Are their ever stairs in R-2 units?


August 25, 2023	    12:25 PM	    from Mike Turns, PSD to everyone:	*there


August 25, 2023	    12:25 PM	    from Greg Johnson to everyone:	@Mike, yes, reasonably often.


August 25, 2023	    12:25 PM	    from Joe Cain SEIA to everyone:	Editorially, including an exception within the charging language, followed by more charging language association with the word "except" ... sounds more like "should comply with either a or b"


August 25, 2023	    12:26 PM	    from Joe Cain SEIA to everyone:	... or "should comply with one of the following"


August 25, 2023	    12:27 PM	    from Michael Myer to everyone:	who was the second?


August 25, 2023	    12:28 PM	    from Joe Cain SEIA to everyone:	I was hoping Jack would not recuse himself on this one


August 25, 2023	    12:29 PM	    from Joe Cain SEIA to everyone:	Jack please don't step down on this one.


August 25, 2023	    12:29 PM	    from Joe Cain SEIA to everyone:	Can it be expressed as an exception, rather than "except" in the charging language?


August 25, 2023	    12:30 PM	    from jon McHugh to everyone:	Proposal would reduce energy savings form this voluntary measure and better modificaitons have been proposed


August 25, 2023	    12:31 PM	    from Joe Cain SEIA to everyone:	41 is for congregate living facilities


August 25, 2023	    12:31 PM	    from Joe Cain SEIA to everyone:	different section


August 25, 2023	    12:32 PM	    from Joe Cain SEIA to everyone:	yes 41 was modified


August 25, 2023	    12:32 PM	    from Steve Rosenstock to everyone:	Each dwelling unit shall have a switch by the main entrance that turns off all lighting and switched receptacles in the dwelling unit.  Exception: Lights and switched receptacles in bathrooms and kitchens which shall be controlled by an occupant sensor complying with C405.2.1.1.


August 25, 2023	    12:33 PM	    from Joe Cain SEIA to everyone:	it's missing the second sentence


August 25, 2023	    12:34 PM	    from Joe Cain SEIA to everyone:	it's charging language within an exception


August 25, 2023	    12:34 PM	    from Ty Jennings, CNGC to everyone:	Need to remove the shall from the exception and replace with "are"


August 25, 2023	    12:35 PM	    from Ty Jennings, CNGC to everyone:	Each dwelling unit shall have a switch by the main entrance that turns off all lighting and switched receptacles in the dwelling unit.  Exception: Lights and switched receptacles in bathrooms and kitchens which are controlled by an occupant sensor complying with C405.2.1.1.


August 25, 2023	    12:36 PM	    from Joe Cain SEIA to everyone:	Each dwelling unit shall have a switch by the main entrance that turns off all lighting and switched receptacles in the dwelling unit. [Second sentence modified as in 41]. Exception: Lights and switched receptacles in bathrooms and kitchens controlled by an occupant sensor complying with C405.2.1.1.


August 25, 2023	    12:36 PM	    from Ty Jennings, CNGC to everyone:	Exception: Lights and switched receptacles in bathrooms and kitchens controlled by an occupant sensor complying with C405.2.1.1.


August 25, 2023	    12:38 PM	    from Joe Cain SEIA to everyone:	If these mods are not approved, I would submit 64 As Submitted.


August 25, 2023	    12:39 PM	    from Joe Cain SEIA to everyone:	oops .. support not submit


August 25, 2023	    12:39 PM	    from Susan Musngi to everyone:	I'm sorry, I have another meeting and will need to drop off.


August 25, 2023	    12:39 PM	    from Jack Bailey computer to everyone:	Lights and switched receptacles in bathrooms and kitchens shall be controlled by an occupant sensor complying with C405.2.1.1.  All other lights and switched receptacles in each dwelling units shall be controlled by a switch at the main entrance that turns off all lighting and switched receptacles in the dwelling unit.  Second sentence unchanged.




August 25, 2023	    12:39 PM	    from Mike Turns, PSD to everyone:	+1 Jack


August 25, 2023	    12:40 PM	    from Bernard Bauer (privately):	Michael


August 25, 2023	    12:41 PM	    from Bernard Bauer (privately):	Im back on line and listening a nscan vote as well


August 25, 2023	    12:41 PM	    from Joe Cain SEIA to everyone:	What happened to "vacancy sensors" manual on auto off?


August 25, 2023	    12:41 PM	    from Greg Johnson to everyone:	+1Jack


August 25, 2023	    12:41 PM	    from jon McHugh to everyone:	I would keep the exceptin 


August 25, 2023	    12:42 PM	    from Joe Cain SEIA to everyone:	Needs to be written on screen share, not jus tchat


August 25, 2023	    12:43 PM	    from Steve Rosenstock to everyone:	Or can you put it in the chat?


August 25, 2023	    12:46 PM	    from Jack Bailey computer to everyone:	Reason:  Refer to the printed reason statement on the proposal.


August 25, 2023	    12:47 PM	    from Greg Johnson to everyone:	Thank you for spending time on an important life safety issue


August 25, 2023	    12:54 PM	    from Harold Jepsen to everyone:	Provides clarity for functional testing of high-end trim lighting controls


August 25, 2023	    12:56 PM	    from Harold Jepsen to everyone:	Reason: Provides clarity for functional testing of demand responsive controls within a space


August 25, 2023	    1:03 PM	    from Ali Alaswadi to everyone:	Back


August 25, 2023	    1:04 PM	    from Harold Jepsen to everyone:	Reason: Editorial changes provide clarity and alignment with defined terms


August 25, 2023	    1:07 PM	    from Bryan Holland-NEMA to everyone:	We have a mod for that Steve...


August 25, 2023	    1:08 PM	    from Steve Rosenstock to everyone:	@Bryan, thanks.  That works for me.


August 25, 2023	    1:09 PM	    from Jack Bailey computer to everyone:	5.  Outpatient clinics  6.  Physician or dental offices


August 25, 2023	    1:12 PM	    from Steve Rosenstock to everyone:	What about hospital patient rooms?


August 25, 2023	    1:13 PM	    from Steve Rosenstock to everyone:	@Tim, thanks


August 25, 2023	    1:14 PM	    from Jack Bailey computer to everyone:	4.   Ambulatory Care Facilities
5.  Outpatient clinics
6.  Physician or dental offices



August 25, 2023	    1:15 PM	    from Ali Alaswadi to everyone:	To be clear, I support Jack's modification. 


August 25, 2023	    1:19 PM	    from Jack Bailey computer to everyone:	Reason: The proponent identified an important safety concern in medical occupancies within Group B Buildings.  This is further modified to capture all medical occupancies that will be found in Group B buildings with the scope of the exception.


August 25, 2023	    1:41 PM	    from Michael Myer to everyone:	Need reason statement for CED2D - 3


August 25, 2023	    1:43 PM	    from Payam Bozorgchami to everyone:	hard to hear Laura


August 25, 2023	    1:45 PM	    from Joe Cain SEIA to everyone:	I will need to leave 5 minutes early to take a break before next meeting


August 25, 2023	    1:45 PM	    from Joe Cain SEIA to everyone:	I have been on calls for 4 hours without a break


August 25, 2023	    1:46 PM	    from Michael Myer to everyone:	Need reason statement from Jon McHugh for CED2D-3 and from Michael J for CED2D-43


August 25, 2023	    1:52 PM	    from Bryan Holland-NEMA to everyone:	The appendix offers jurisidictions the opportunity to adopt an all electric commerical building option for certain projects, zones, or community-wide to meet their BPS and energy-profile goals.    


August 25, 2023	    1:53 PM	    from Michael Myer (privately):	need reason statement


August 25, 2023	    1:55 PM	    from Michael Jouaneh to everyone:	Reason:  manual dimming controls provides additional energy savings beyond high-end trim.  


August 25, 2023	    1:57 PM	    from Michael Jouaneh to everyone:	Reason for CEC2D-3:  for clarity on what are congragate living facilities.  


August 25, 2023	    1:59 PM	    from Bryan Holland-NEMA to everyone:	The appendix offers jurisidctions the oppotunity to provide consumers a choice in the type of appliances and utilizations equipment they wish to use based on their energy preferences without the need to alter or increase premsies wiring infrastructure in the future.


August 25, 2023	    1:59 PM	    from Kevin Duell to everyone:	Thank you for the opportunity to speak today
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E4C: Commercial Code Consensus Committee

Electric Power, Lighting, and Renewables (PLR) Subcommittee 

Meeting #33

Aug. 25, 2023

[start 11:02 am]











1



Agenda

Call to order [11:02 am]

Roll call / establish quorum (12 voting members needed for quorum)

Introduction of any guests (name/representation type into chat)

Review/approve agenda (motion for approval of agenda)

Meeting conduct

Review key actions from last meeting and approve minutes [end by 11:10 am]

Update on process / schedule

New business [end by 1:50 pm]

Other business [end by 1:59 pm]

Future meeting(s):  

Aug. 28, 2023 (11 am to 2:00 pm EDT) if needed.

Adjourn [2:00 pm]
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Meeting conduct

Antitrust Reminder

No discussions or communications among ICC participants regarding any of the following:

Prices or pricing strategy, including current or projected prices; price levels; pricing procedures or formulas; price changes or differentials; markups; discounts; allowances; terms and conditions of sale; profits; margins; or product cost data.

Production levels, production capacity, or product inventories;

Current or potential bids for provision of particular products or services;

Plans pertaining to the development, production, distribution, marketing, or introduction dates of particular products, including proposed marketing territories and potential customers;

Terms on which any ICC Participant will or will not deal with particular competitors, suppliers, distributors, or customers;

Allocation of customers, markets or territories.

Non-public information regarding market shares.
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Antitrust compliance

Guiding Principles

Avoid activities that harm competition

Avoid improper sharing of information

Avoid spill over collusion

With Respect to Pricing:

Focus on publicly available pricing

Speak in terms of generality

Use averages

Avoid naming specific manufacturers











Meeting conduct (cont.)

Identification of Representation / Conflict of Interest (CP#7 Section 5.1.10)

“A committee member shall withdraw from and take no part in those matters with which the committee member has an undisclosed financial, business, or property interest.”

It is okay to represent a certain interest, consult, or do work in a certain area – that’s why you are here, to represent different viewpoints and share your expertise.  It just must be disclosed.

If a proposal overlaps work you do with an employee or clients, disclose it, even if you are not directly representing them on that proposal.  Transparency is the key.



ICC Code of Ethics

All participants shall “act in an ethical manner, comply with the ethical rules and regulations related to his or her profession, and avoid conflicts of interest” and “demonstrate integrity, honesty, and fairness while participating in ICC activities.”
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How we will handle provisions that modify the same value

Ideally the PLR will only approve one proposal for each value. But in the event where PLR approves two proposals that have different value(s) on the same item (e.g., LPD for a space), the value(s) in the last action will prevail.



PLR will vote proposals in order.  

If PLR approves two different sets of values for the same item, the value in the last one we voted on will override the previous one.  
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Review key actions from last meeting and approve minutes

PLR discussed the items below.  Below is a short summary of the discussion:



CE2D-49 Lighting efficacy alignment with IECC R  

Disapproved:  7-2-5-CNV.  Reason:  Retain the simplicity of existing proposal.



CEC2D-5 Non-electrical energy monitoring 

Approved AM:  11-2-4-CNV.  Reason:  Current language is clear enough without the modifications.



CE2D-30 Electrical energy monitoring    

Approved:  15-0-2-CNV.  Reason:  The requirements to monitor non-electrical energy should not be located in C405 that covers "power and lighting." Relocating these rules to their own section in C403 will add clarity and enforceability.



CE2D-29 Plan for disclosure    

Approved:  13-1-1-CNV.  Reason:  This proposal relocates the plan for disclosure to C105 as this rule applies to construction document submittal and not an installation or operational requirement belonging in C403.18 and C405.13.
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Review key actions from last meeting and approve minutes

 

Motion to approve the minutes from the meetings on Aug. 14, 2023 and Aug. 21, 2023.  The minutes were distributed and posted on Teams on Aug. 21, 2023. 
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Update on process/schedule

About 40 proposals have been assigned to PLR.  See the proposal assignments here.  

30 more left.  But 14 of them are to remove Appendix CG (all electric building) or to remove Appendix CH (electric-ready building).

PLR must complete the review and voting on public comments by end of Aug. 2023. 

What we don’t finish today, we must finish on Monday, Aug. 28, 2023, which I have slotted for 3-hours but will use only the time we need.  

Hopefully, if comments are succinct, won’t need to meet on Aug. 28, 2023!  We can do it!  LFG!
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New business:  Discuss proposals [11:10 am to 1:50 pm]

Discuss proposals/topics:
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		CE2D-33-23		C405.13.2		Sub-metering		Renee Lani		rlani@apga.org 

		CE2D-34-23		C405.13.3		Electric meters		Kevin Duell		kevin.duell@nwnatural.com 

		CE2D-70-23		C503.5.1		SEHPCAC interior lighting controls comment		SEHPCAC		sehpcac@iccsafe.org 

		CE2D-71-23		C503.5.2		SEHPCAC comment on exterior lighting and controls		SEHPCAC		sehpcac@iccsafe.org 

		CE2D-63-23		C406.2.5.5		Remove master switch		Greg Johnson		gjohnsonconsulting@gmail.com 

		CE2D-64-23		C406.2.5.5		L05 Residential light control		Jack Bailey		jbailey@oneluxstudio.com 

		CE2D-66-23		C408.3.1.5		High end trim control L02		Harold Jepsen		harold.jepsen@legrand.us 

		CE2D-67-23		C408.3.1.6		Demand responsive lighting controls G01		Harold Jepsen		harold.jepsen@legrand.us

		CE2D-45-23		C405.2.8		Demand responsive lighting control 		Harold Jepsen		harold.jepsen@legrand.us 

		CE2D-44-23		C405.2.8		Demand responsive lighting control exception		Tim Peglow		tpeglow@mdanderson.org 

		CEC2D-3-23		C202		Definition of congregate living facility		Glenn Heinmiller		glenn@lampartners.com

		CE2D-42-23		C405.2.3.1		Dimming control exception deletion		Michael Jouaneh		mjouaneh@lutron.com 

		CE2D-43-23		C405.2.3.1		Dimming control exception mod		Michael Jouaneh		mjouaneh@lutron.com  

		CE2D-79 through 82, and 84 through 86-23		Appendix CG		Remove appendix CG		Eric Tate, Laura Petrillo-Groh, Steven Cowen, Shannon Corcoran, Kevin Duell, Renee Lani, and Fredric Zwerg		Various

		CE2D-83-23		Appendix CG		Appendix CG mods		Diana Burk		diana@newbuildings.org 

		CE2D-87,88, 89, 91, 93, and 94-23		Appendix CH		Remove Appendix CH		Eric Tate, Laura Petrillo-Groh, Steven Cowen, Shannon Corcoran, Kevin Duell, and Renee Lani		Various

		CE2D-90-23		Appendix CH		Electric readiness edits		Michele Mihelic		michelemihelic@aia.org 

		CE2D-92-23		Appendix CH		Appendix CH mods		Diana Burk		diana@newbuildings.org 











Other business [end by 1:59 pm]

Teams group link.

Feedback, suggested changes, complaints…

Other?
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Future meetings

Next meetings: 

Aug. 28, 2023 (11 am to 2:00 pm EDT) if needed

Adjourn [complete by 2:00 pm]

12
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RE withdrawing  CE2D-43.msg


RE withdrawing CE2D-43.msg
RE: withdrawing CE2D-43

		From

		Kristopher Stenger

		To

		Michael Jouaneh

		Recipients

		mjouaneh@lutron.com



EMAIL ORIGINATED OUTSIDE LUTRON 	





Thanks. Received. Kris



 



From: Michael Jouaneh <mjouaneh@lutron.com> 
Sent: Friday, August 25, 2023 2:06 PM
To: Kristopher Stenger <kstenger@iccsafe.org>
Cc: jbailey <JBailey@oneluxstudio.com>; Myer, Michael (PNNL) <Michael.Myer@pnnl.gov>
Subject: withdrawing CE2D-43



 



	CAUTION: This email originated from outside the organization. Do not click links or open attachments unless you recognize the sender and know the content is safe. 



Kris, just confirming in writing that I am withdrawing CE2D-43.  



 



Michael Jouaneh, LEED AP, WELL Faculty



Manager—Sustainability and Energy Standards



Lutron Electronics Co., Inc.



(484) 809-2782 cell
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RE Withdraw proposal CE2D-34-23.msg
RE: Withdraw proposal CE2D-34-23

		From

		Kristopher Stenger

		To

		Duell, Kevin; Michael Jouaneh; jbailey

		Recipients

		Kevin.Duell@nwnatural.com; mjouaneh@lutron.com; jbailey@oneluxstudio.com



EMAIL ORIGINATED OUTSIDE LUTRON 	





Thank you. Received. Kris



 



From: Duell, Kevin <Kevin.Duell@nwnatural.com> 
Sent: Friday, August 25, 2023 11:40 AM
To: Michael Jouaneh <mjouaneh@lutron.com>; jbailey <jbailey@oneluxstudio.com>
Cc: Kristopher Stenger <kstenger@iccsafe.org>
Subject: Withdraw proposal CE2D-34-23



 



	CAUTION: This email originated from outside the organization. Do not click links or open attachments unless you recognize the sender and know the content is safe. 



Hello Michael, Jack and Kris,



 



I wish to withdraw my proposal CE2D-34-23 (attached) since proposal CE2D-33-23 AM was approved today in the International Energy Conservation Code, Electric Power, Lighting, and Renewables (PLR) Subcommittee.



 



Thank you, 



 



Kevin Duell, PE, LEED AP



NW Natural – Lead Engineering Consultant



503.610.7990 I nwnatural.com



My pronouns: He, him, his



 



Join us in Less We Can
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FW IECC CE Modeling Subcommittee.msg
FW: IECC CE Modeling Subcommittee

		From

		Kristopher Stenger

		To

		Michael Jouaneh; jbailey

		Recipients

		mjouaneh@lutron.com; jbailey@oneluxstudio.com



EMAIL ORIGINATED OUTSIDE LUTRON 	





fyi



 



From: Sean Denniston <sean@newbuildings.org> 
Sent: Thursday, August 24, 2023 5:51 PM
To: Eades, Greg <Eades.Greg@epa.gov>
Cc: Kristopher Stenger <kstenger@iccsafe.org>; Mark Lyles <markl@newbuildings.org>
Subject: IECC CE Modeling Subcommittee



 



	CAUTION: This email originated from outside the organization. Do not click links or open attachments unless you recognize the sender and know the content is safe. 



Mr. Chair,



 



NBI has proposal CE2D-83-23 up for consideration at our Monday modeling subcommittee meeting.  Given what we’ve seen in the base code so far, we would like to withdraw our proposal, leaving Appendix CG as is.



 



I didn’t see a way to do this in cdpaccess, so let us know if we need to do anything else.



 



 



Thanks,
Sean 



 



Sean Denniston
Senior Project Manager







New Buildings Institute



503-481-7253 | sean@newbuildings.org | www.newbuildings.org



 



We’re Hiring!  newbuildings.org/about-nbi/careers/ 



 



From: kstenger@iccsafe.org
When: 12:30 PM - 2:00 PM August 28, 2023 
Subject: IECC CE Modeling Subcommittee



 



 



 



 



-----Original Appointment-----
From: Kristopher Stenger <kstenger@iccsafe.org> 
Sent: Thursday, July 13, 2023 9:07 AM
To: Kristopher Stenger; Anderson, Courtney - CASR Administrator, Net Zero Energy New Bu; Bomer, Bryan; Diana Burk; john.dalzell; tdeary; Sean Denniston; Pratik.Deokar; Eades, Greg; Edwards; Charles Eley; Giunta, Frank; Gleason, Thomas - CASR Green Building Outreach Administrator; David Goldstein; Krishnan Gowri Intertek; Grew; Harris, Stephen; Alfonso Hernandez; Emily Hoffman (Buildings); Koban, Mary; Mark Lessans; Vincent Martinez; Anna McCullough; Mock, Don; amiya.panigrahi; Petrillo-Groh, Laura; dpowell; Rosenberg, Michael I; mwaite; awood
Subject: IECC CE Modeling Subcommittee
When: Occurs every Monday effective 7/24/2023 until 9/12/2023 from 2:30 PM to 4:00 PM (UTC-06:00) Central Time (US & Canada).
Where: 



 



Placeholder for subcommittee meeting. Subject to change. Meeting agendas will be posted prior to meeting. 



Occurs every Monday effective Monday, July 24, 2023 until Monday, September 11, 2023 from 2:30 PM to 4:00 PM, (UTC-05:00) Central Time (US & Canada) 



2:30 PM  |  (UTC-05:00) Central Time (US & Canada)  |  1 hr 30 mins 



 



 



 



Start meeting



 



 



More ways to join:



 



 



Join from the meeting link



https://iccsafe.webex.com/iccsafe/j.php?MTID=m9ae5e487123b9567ed41c4abfeda5696



 



 



 



Join by meeting number 



 



Meeting number (access code): 2661 213 1391 



 



Meeting password: M7t7n2F7Q3e



 



 



 



Tap to join from a mobile device (attendees only)



1-844-740-1264,,26612131391## USA Toll Free



+1-415-655-0003,,26612131391## US Toll



 



 



Join by phone



1-844-740-1264 USA Toll Free



+1-415-655-0003 US Toll



Global call-in numbers  |  Toll-free calling restrictions



 



 



 



Join from a video system or application



Dial 26612131391@iccsafe.webex.com



You can also dial 173.243.2.68 and enter your meeting number.



 



 



 



If you are a host, click here and login site to view host information.



 



 



Need help? Go to https://help.webex.com 



 



 



Join us in St. Louis, MO for the 2023 International Code Council's Annual Conference and Expo, October 8-11. 



This year's event will feature industry-leading education, special networking events, inspiring speakers and historic building tours. 



Learn More!







 



 



Caution: This email originated outside our organization. Please use caution when clicking on links or opening attachments.



 



 



Caution: This email originated outside our organization. Please use caution when clicking on links or opening attachments.
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CE2D-33 Approved AM by PLR 8-25-23.docx
CE2D-33 AM by PLR 8-25-23



This proposal replaces CE2D-33 from the monograph with the following language.  The proposal modifies CEC2D-5.  The modifications are shown in YELLOW highlight or RED text.  





2024 International Energy Code[CE Project] R3

Add new text as follows:



C403.18 Non-electrical energy monitoring.

New buildings with a gross conditioned floor area of not less than 10,000 square feet (929 m2) shall be equipped to measure, monitor, record and report consumption of non-electrical fuel or energy sources including district heating or cooling shall be submetered in accordance with Sections C403.18.1 through C403.18.5. A plan for quantifying annual energy type and end-use disclosure in compliance with Sections C403.18.1 through C403.18.6 shall be submitted with the construction documents.



Exceptions:

		1.

		Dwelling units in R-2 occupancies



		2.

		Individual tenant spaces are not required to comply with this section provided that the space has its own utility services and meters and has less than 5,000 square feet (464.5 m2) of conditioned floor area.







C403.18.1 Non-electrical energy submetering.

For all non-electrical energy supplied to the building and its associated site that serves the building and its occupants, submeters or other measurement devices shall be provided to collect energy consumption data for each end-use category required by Section C403.18.2.

C403.18.2 End-use non-electrical submetering categories.

Submeters or other approved measurement devices shall be provided to collect energy use data for each end-use category indicated in Table C403.18.2. Where multiple submeters are used to measure any end-use category, the data acquisition system shall total all of the energy used by that category. Not more than 5 percent of the measured load for each of the end-use categories indicated in Table C403.18.2 shall be permitted to be from a load that is not within that category.



Exceptions:

		1.

		HVAC and water heating equipment serving only an individual dwelling unit shall not require end-use submetering.



		2.

		End-use submetering shall not be required for fire pumps, stairwell pressurization fans or any system that operates only during testing or emergency.



		3.

		End-use submetering shall not be required for an individual tenant space having a floor area not greater than 2,500 square feet (232 m2) where a dedicated source meter complying with Section C403.18.3is provided.







TABLE C403.18.2 NON-ELECTRICAL ENERGY USE CATEGORIES

		Load Category

		Descripton Description of End Use



		Total HVAC system

		Heating, cooling and ventilation, including but not limited to fans, pumps, boilers, chillers and water heating.







		Process Load

		Any single load that is not included in an HVAC, lighting or plug load category and that exceeds 5 percent of the peak connected load of the whole building, including but not limited to manufacturing equipment and commercial kitchens.



		Building operations and other miscellaneous loads

		The remaining loads not included elsewhere in this table, including but not limited to vertical transportation systems, automatic doors, motorized shading systems, ornamental fountains, ornamental fireplaces, swimming pools, inground spas and snow-melt systems.



		Non-electric hot water heating for uses other than space conditioning

		Energy used to generate hot water.



Exception: Water heating with design capacity that is less than 10 percent of building service rating.







C403.18.3 Non-electrical submeters.

Submeters or other measurement devices required by this section shall be configured to automatically communicate energy consumption data to the data acquisition system required by Section C403.18.4. Source submeters shall be allowed to be any digital-type meter that can provide a digital output to the data acquisition system. Required submetering systems and equipment shall have the capability to provide at least hourly data that is be fully integrated into the data acquisition system and graphical energy report that updates at least hourly in accordance with Sections C403.18.4 and C403.18.5.

C403.18.4 Non-electrical energy data acquisition system.

A data acquisition system shall have the capability to store the data from the required submeters and other sensing devices for a minimum of 36 months. The data acquisition system shall have the capability to store real-time energy consumption data and provide hourly, daily, monthly and yearly logged data for each end-use category required by Section C403.18.2. The data acquisition system shall have the capability of providing building total peak demand and the time(s) of day and time(s) per month at which the peak occurs. Peak demand shall be integrated over the same time period as the underlying whole building submeter reading rate.

C403.18.5 Graphical energy report.

A permanent and readily accessible reporting mechanism shall be provided in the building that is accessible by building operation and management personnel. The reporting mechanism shall have the capability to graphically provide the non-electrical energy consumption for each end-use category required by Section C403.18.2not less than every hour, day, month and year for the previous 36 months. The graphical report shall incorporate natural gas interval data from the submeter or the ability to enter gas utility bills into the report.

C403.18.6 Plan for disclosure.

The plan for annual energy use data gathering and disclosure shall include the following:1.1.

Address

1.2.

Gross floor area

1.3.

Year occupied

1.4.

Occupancy classifications, with respective floor areas







		1.

		Property information including:



		2.

		Total annual building site energy use by unit area as collected or documented through Section C408.18.5 sources, separated by energy type and fuel type.



		3.

		Annual site generated renewable energy by unit area.











CE2D-33

· Would have affected non-electrical loads and submetering.

· Revised based on knowledgeable gas metering changes.

· Discussion of meter versus sub-meter

· Motion to approve as modified / shown on the screen.

· 1st – Steve Rosenstock

· 2nd – Bryan Holland

· Vote: 11 – 3 – 1 – 1

· Reason: This provides important editorial updates to the requirements in this section.   

· Affects #34 and chair requests removal of 34
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CE2D-45 DR Ltg Controls Mod.docx
[bookmark: _Hlk143724418]CE2D-45 AM by PLR on 8-25-23



Mods are in RED.



This modification is to address comments from PLR committee members on PC CE2D-45.



C405.2.8 Demand responsive lighting controls. Interior general lighting in group B, E, M, and S occupancies shall have demand responsive controls complying with Section C405.2.8.1 in not less than 75 percent of the interior floor area.

Exceptions:

1.	Where the combined interior floor area of group B, E, M, and S occupancies is less than 10,000 square feet (929 m2).

2. Buildings where a demand response signal is not available from a controlling entity other than the owner.

3. Parking garages

C405.2.8.1 Demand responsive lighting controls function. Demand responsive controls for lighting controls shall be capable of the following:

1. Automatically reducing the output of demand responsive controlled lighting to 80 percent or less of full power or light output upon receipt of a demand response signal.

2. Where high-end trim has been set, automatically reducing the output of controlled lighting to 80 percent or less of the high-end trim set point upon receipt of a demand response signal.

3. Dimming controlled lights gradually and continuously over a period of not longer than 15 minutes to achieve get to their demand response setpoint.

4. Returning controlled lightings to their its normal operational settings at the end of the demand response period event.

Exception: Storage rooms and Wwarehouse and retail storage building areas shall be permitted to switch off 25 percent or more of general lighting power rather than dimming.



Modification Reason Statement:

1. Restored language to C405.2.8 exception one which was misunderstood in the originally submitted PC. 

2. In C405.2.8.1, align DRC function with the definition.

3. Revise exception to C405.2.8.1 to clarify it is not specific to warehouse and retail building types. It is applicable to space types of storage rooms and warehouse storage areas. These align with space types listed in the LPD table.



[The below definitions and section C406.3.2 are for ready reference and are not part of the PC modification. They have no proposed changes or comments and should be removed, along with this note, after the modification is accepted.]



DEMAND RESPONSE SIGNAL. A signal that indicates a price or a request to modify electricity consumption for a limited time period.

DEMAND RESPONSIVE CONTROL. A control capable of receiving and automatically responding to a demand response signal.



C406.3.2 G01 Lighting Load Management A project not required to comply with C405.2.9 can achieve energy credits for installing demand responsive lighting controls for interior general lighting that comply with C405.2.9.1. The demand responsive lighting controls shall automatically reduce the light output or power of controlled lighting to no more than 80 percent of full output, or 80 percent of the high-end trim set point, whichever is less. Energy credits can be earned where demand responsive lighting controls are installed for the following:

1. Not less than 10 percent of the interior floor area in Group R or I occupancies; or

2. Not less than 50 percent of the interior floor area in all other occupancies.



G01 credits shall be prorated using Equation 4-28 with no more than 75 percent of the interior floor area being counted.





· Demand response language

· Motion to approve as shown on screen

· 1st – Harold Jepsen

· 2nd – 

· Vote: 13 – 0 – 0 – 1 

· Reason: Editorial changes provide clarity and alignment with defined terms
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CE2D-44 DR Exception Modification 2.docx
[bookmark: _Hlk143724418]CE2D-44 AM by PLR 8-25-23 – Demand Responsive lighting control exception



Mods in RED.



C405.2.8 Demand responsive lighting controls. Interior general lighting in group B, E, M, and S occupancies shall have demand responsive controls complying with Section C405.2.8.1 in not less than 75 percent of the interior floor area

Exceptions:

1.  Where the combined interior floor area of group B, E, M, and S occupancies is less than 10,000 square feet (929 m2

2. Buildings where a demand response signal is not available from a controlling entity other than the owner.

3. Parking garages

4.  Ambulatory Care Facilities


5. 	Outpatient clinics


6.  Physician or dental offices



CED2D-44

· Demand response language addressing patient spaces

· Motion to approve as shown on screen

· 1st – Jack Bailey

· 2nd – Ali

· Vote: 7 – 4 – 2 – 1

· Reason: The proponent identified an important safety concern in medical occupancies within Group B Buildings.  This is further modified to capture all medical occupancies that will be found in Group B buildings with the scope of the exception.
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CE2D-66-23 AM by PLR 8-25-23.docx
CE2D-66-23 AM by PLR on 8/25/2023

Modifications shown in RED.

IECC CE: C408.3.1.4, C408.3.1.5

Proponents:

Harold Jepsen, representing Legrand (harold.jepsen@legrand.us)

2024 International Energy Code[CE Project] R3

Revise as follows:

C408.3.1.4 High-end trim controls.

Where lighting controls are configured for high-end trim, verify the following:

· 1.

· trim maximum level has been set.

· High-end 

· 2.

· ready access only by
authorized personnel.

· The calibration adjustment equipment is located for

· 3.

· ready access for users cannot increase the lighting power above the maximum level established by the high-end trim controls.

· Lighting controls with

C408.3.1.5 High end trim lighting control verification for Additional Efficiency Credit L02.

For the qualifying spaces associated with the project receiving additional efficiency credits in Section C406.2.5.2, the following shall be documented while daylight responsive controls are not reducing lighting power:

· 1.

· The maximum setting for power or light output for each control group of general lighting luminaires.

· 2.

· The high-end trim setting for power or light output for each control group of general lighting luminaires. 

· 3.

· For projects with seven or fewer claimed qualifying spaces, the reduction in light output level or reduction in power due to high-end trim shall be tested in all spaces and shown to reduce the general lighting power or light output level to not greater than 85 percent of full power or light output.  For projects with more than seven claimed qualifying spaces, the reduction in light output level or reduction in power due to high-end trim shall be tested in not less than 10 percent of spaces, and no less than seven spaces, and shown to reduce general lighting power or light output level to not greater than 85 percent of full power or light output.  Where more than 30 percent of the tested spaces fail, the remaining qualifying spaces shall be tested. 

· 4.

· Summarize the reduction in general lighting power or light output resulting from the high-end trim setting for each qualifying space and the floor area of each qualifying space.

· 5.

· Summarize the fraction of total floor area for spaces where high-end trim reduces general lighting power or light output to not greater than 85 percent of full power or light output.

[bookmark: Xcf0d44cfbbcb4db1b496e5b9c001f56ff839619]Reason:

Some of these shown changes are to restore language from PC Proposal CECD1-4-22, which were left out of the PC DRAFT1 version.

Other changes are editorial to provide greater clarity to the requirements. These changes align language with defined terms,and identifies lighting output reduction as a method to verify functional operation as already identified in three earlier sections of this section. The stringency, intent orapplication of the code is not altered with these changes.

[bookmark: X7965692c55246c719b29731cd26332cd6caa4da][bookmark: Xf08755c21cec565b6238eacefe708a5bbcf05ba]Cost Impact:

The code change proposal will neither increase nor decrease the cost of construction.

These changes are to correct proposal language which was left out of the PC Draft1 version as well as for editorial and clarity reasons.

[bookmark: X0620f9a74576be904451dc8851ddd6ddf901cc0]

CED2D-66

· High-end trim editorial language

· Modified as shown

· 1st – Harold Jepsen

· 2nd – Jon McHugh

· Vote: 13 – 0 – 0 – 1

· Reason: Provides clarity for functional testing of high-end trim lighting controls
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CE2D-64-23 AM by PLR 8-25-23.docx
CE2D-64-23 AM by PLR on 8/25/2023

Modifications shown in RED.

IECC CE: C406.2.5.5

Proponents:

Jack Bailey, representing INTERNATIONAL ASSOCIATION OF LIGHTING DESIGNERS (jbailey@oneluxstudio.com)

2024 International Energy Code[CE Project] R3

Revise as follows:

C406.2.5.5 L05 Residential light control.

In buildings with Group R-2 occupancy spaces, interior lighting systems shall comply with the following:

· 1.

· In common area, the following space types shall have occupant sensor controls that comply with the requirements of Section C405.2.1.1 :

· 1.1.

· Laundry/washing areas,

· 1.2.

· Dining areas,

· 1.3.

· Food preparation areas,

· 1.4.

· Seating areas,

· 1.5.

· Exercise areas,

· 1.6.

· Massage spaces

· 2.

· In dwelling units, not less than one receptacle in each living room and each sleeping room shall be controlled by a switch in that room.

· 3.

Each dwelling unit shall have a switch  by the main entrance that turns off all the lighting and all switched receptacles in the dwelling unit Lights and switched receptacles in bathrooms and kitchens shall be controlled by an occupant sensor complying with C405.2.1.1.  All other lights and switched receptacles in each dwelling unit shall be controlled by a switch at the main entrance. . The switch shall be clearly labeled marked to indicate its function.



· Exception:  Lighting and switched receptacles controlled by an occupant sensor complying with C405.2.1.1 are not required to be controlled by the switch at the main entrance.

[bookmark: X5b3506b6ddb21c99fb6c715e4483a7a01cf4fb9]Reason:

Legitimate safety concerns were raised during the consensus committee hearing related to elderly or disabled people being unable to safely find their way to the main switch in the event that someone else inadvertently shut the lights off on them.  Equivalent energy savings will be achieved through the use of occupant sensors, while eliminating the safety concern.

[bookmark: X39f404a12725e818f8ebd9ad0577714e81e751b][bookmark: Xd1cc722a06d5680e5af02ae629b9f312c7b93a2]Cost Impact:

The code change proposal will neither increase nor decrease the cost of construction.

An occupant sensor is more expensive than a switch, but providing one is optional.

[bookmark: X9561f627ea5c6ce839ddb22d48ee36d7bb7b1bc]

CED2D-64

· Residential master switch

· Motion to approve as modified as shown on screen

· 1st – Jack Bailey

· 2nd – Jon McHugh

· Vote: 10 – 2 – 1

· Reason: Refer to the printed reason statement on the proposal.




