C405.2.10.1 Sleeping units and dwelling units in hotels, motels, and vacation timeshare properties. Sleeping units and dwelling units in hotels motels and vacation timeshare properties shall be provided with the following:
1. At least two 125V, 15- and 20- amp switched receptacles per room, except for bathrooms, kitchens, foyers, hallways, and closets.
2. Lighting controls that automatically turn off all lighting and switched receptacles within 20 minutes after all occupants have left the unit
Exception:  Automatic shutoff is not required where captive key override controls all lighting and switched receptacles in units with 6 5 or fewer permanently installed lights and switched receptacles.
