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[bookmark: CEPI-133-21]C405.1 General.
Electrical power and lighting systems controls, the maximum lighting power for interior and exterior applications, vertical and horizontal transportation systems, data centers, receptacle controls, electrical system efficiency, and metering and monitoring of electrical energy use and electrical energy consumption shall comply with this section. Sleeping units shall comply with Section C405.2.5 and with either Section C405.1.1 or C405.3. General lighting shall consist of all lighting included when calculating the total connected interior lighting power in accordance with Section C405.3.1 and which does not require specific application controls in accordance with Section C405.2.5.
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