Proposed Modification to CEPI-48
Theresa Weston, The Holt Weston Consultancy, representing RAiNA


C402.2.7Airspaces.

Do not delete exception, but rather modify the exception, as follows:

Exception: The thermal resistance of intentionally ventilated airspaces located on the exterior side of the continuous air barrier and adjacent to and behind the exterior wall-covering material shall be permitted to be determined in accordance with ASTM C1363 modified with an airflow entering the bottom and exiting the top of the airspace at an air movement rate of not less than 70 mm/second.

Reason:  
The exception allows the use of reflective insulation in cladding systems that intentionally incorporate ventilated airspaces to manage moisture.  The exception is modified to include “permitted to be” so the exception will not be misconstrued as a requirement.
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